
FRAME MATERIAL: HM (HOLLOW METAL) UNO IN OPENING SCHEDULE

FRAME PROFILE GROUP (FROM OPENING SCHEDULE)
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INTENSIVE CARE UNIT

9/4/14

589-330

AE610.4
EL

OPENING SCHEDULES AND DETAILS - DEDUCT
ALTERNATE 4

82EW

DOOR SCHEDULE-THIRD FLOOR ICU-Deduct Alternate 4 (See this sheet for balance of doors)

Mark

DOOR

Material

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes RevisionsType

SIZE

Elevation
Profile
Group

PERIMETER DETAILS

Width (DW) Height (DH) Thickness Head Jamb Sill

G308A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G308B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G310A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G310B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G312A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G312B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G314A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G314B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G326A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G326B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G328A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G328B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G331A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G331B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G333A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G333B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G335A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G335B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G337A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G337B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G339A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G339B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G341A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G341B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G343A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G343B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G345A F WD 4' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

G345B F WD 3' - 0" 8' - 5 1/2" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 --- 1

BORROW LIGHT SCHEDULE

Mark

SIZE

Elevation
Profile
Group

PERIMETER DETAILS Frame
Guard Fire Rating

Glazing
Type Notes RevisionsHeight Width Head Detail Jamb Detail Sill Detail

G357 4' - 0" 4' - 0" BL2 SL HP JP BP --- GT1 NON-LOCKING, OPERABLE FROM EITHER SIDE

G372A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372E 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372F 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

DOOR SCHEDULE-ELEVATOR PENTHOUSE LEVEL

Mark

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes Revisions CommentsType Material

SIZE

Elevation
Profile
Group

PERIMETER
DETAILS

Width
(DW) Height (DH) Thickness Head Jamb Sill

G484 N1 3' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- 1 GT-1 CARD READER

DOOR SCHEDULE-INTERSTITIAL MECHANICAL LEVEL

Mark

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes Revisions CommentsType Material

SIZE

Elevation
Profile
Group

PERIMETER
DETAILS

Width
(DW) Height (DH) Thickness Head Jamb Sill

G200 2F HM 6' - 0" 7' - 0" 1 3/4" FI UR 106 CARD READER ACCESS TO MECH.  FREE EXIT

G201B F HM 3' - 6" 7' - 0" 1 3/4" F1 UR 90 MIN 105 CARD READER ACCESS TO MECH.  FREE EXIT

G201C F HM 3' - 6" 7' - 0" 1 3/4" F1 UR 90 MIN 105 CARD READER ACCESS TO MECH.  FREE EXIT

 3" = 1'-0"
E5

FRAME PROFILE MATRIX ALT 5

DOOR SCHEDULE-THIRD FLOOR ICU  (See this sheet for balance of doors)

Mark

DOOR

Material

DOOR FRAMES AND BORROW LIGHTS

Fire
Rating

Hardware
Set

Glazing
Type Notes Revisions HARDWARE DESCRIPTION MISC NOTESType

SIZE

Elevation
Profile
Group

PERIMETER DETAILS

Width (DW) Height (DH) Thickness Head Jamb Sill

1-3 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 90 MIN 104 GF-1 CARD READER FOR ENTRY TO FLOOR FROM STAIR.  ALARM TO
SOUND WHEN ENTRY TO STAIR IS ATTEMPTED FROM CORRIDOR.

G300 2F WD 7' - 4" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 107 --- PUSH PLATE FROM LOBBY, CARD READER WITH AUTO OPERATOR
TO CORRIDOR,

G303 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 118 --- PRIVACY LOCK WITH OVERRIDE

G304 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 118 --- PRIVACY LOCK WITH OVERRIDE

G305 FG WD 3' - 6" 7' - 0" 1 3/4" F3 UR JP JP --- LTS 111 GT-3 STC 45 PASSAGE, PRIVACY LOCK WITH OVERRIDE

G307 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G309 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G311 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G313 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G316 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 108 --- CARD READER

G318 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 109 --- KEY PAD CARD READER

G319 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 124 --- KEY LOCK, STOREROOM

G320 F RVS 4' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 123 --- KEY LOCK, STOREROOM

G321 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 109 GT-1 STC 45 CARD READER ENTRANCE, FREE EXIT,

G322 F WD 3' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 120 --- PRIVACY LOCK WITH OVERRIDE

G323 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 120 --- PRIVACY LOCK WITH OVERRIDE

G324 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 112 GT-1 STC 45 PASSAGE

G325 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G327 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G329A N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 122 GT-1 PASSAGE

G329B N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 122 GT-1 PASSAGE

G329C N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 121 GT-1 PASSAGE

G330 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G332 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G334 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G336 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G338 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G340 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G342 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G344 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G346 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 GF-2 KEYPAD LOCK, STORERROM

G347 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 --- KEYPAD LOCK, STOREROOM

G355 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 GF-2 KEYPAD LOCK, STOREROOM

G356 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 113 GT-1 KEY LOCK, OFFICE

G357 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 113 GT-1 KEY LOCK, OFFICE

G365 2N1 RVS 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 102 GT-1 CARD READER WITH AUTO OPERATOR ENTRANCE, PUSH PAD EXIT

G373 2N2 WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 90 MIN 100 GF-1 MAGNETIC HOLD OPEN

G375 2FG WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 90 MIN 101 GF-3 CARD READER WITH AUTO OPERATOR ENTRANCE, REMOTE
RELEASE ENTRANCE, PUSH PAD EXIT

1

1

1

1

1

1

1

2

DOOR SCHEDULE KEYED NOTES:
1. DOOR HEIGHT MAY VARY BASED ON SELECTED PATIENT LIFT SYSTEM MANUFACTURER.  CONTRACTOR SHALL COORDINATE DOOR HEIGHT WITH SELECTED PATIENT LIFT RAIL INSTALLATION REQUIREMENTS

No. Date Revisions

1 1/14/15 Amendment #4

2 2/9/15 Amendment #6


